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Introduction

Since 1990, it has been many significant blackouts.
One of them is the Marmara Earthquake Blackout, which
is the largest power blackout in last twenty years, in
Turkey. Turkey is geographically located at one of the
most earthquake-prone areas of the world. The earthquake
struck northwestern Turkey at 3:02 a.m. on August 17,
1999. The duration of shaking registered 45 seconds, a
long period of seismic movement. The earthquake is called
“The Marmara Earthquake” in literature. The earthquake
caused heavy damage in the cities of the Marmara Region.
The Marmara Region, where the major impact of the
earthquake occurred, is very important to the Turkish
Economy both in terms of production and consumption
capacities. In 1999, the earthquake region was the
residential area where 23.43% of population of Turkey
lived. Industrial foundations in the earthquake region
present a structure using advanced technology and that
foreign capital had more portion than other regions of the
country. The portion of the seven cities, which were Izmit,
Adapazari, Istanbul, Bolu, Bursa, Eskisehir and Yalova,
affected by the earthquake in gross domestic product
(GDP) was 33.4% [7,8]. The region had an important role
regarding electricity consumption. At the end of the year
1999, the region used 32.2% of the electricity consumption
of Turkey with 28 Billion kWh [9].
In this study, It is examined the Marmara Earthquake
Blackout. Turkish power system was modeled with
generation stations, substations, power transmission lines
and load outputs by 1999. Analysis of the Marmara
Earthquake Blackout is simulated by MATLAB.

Blackouts are the most serious disruptions of power
system operation without a doubt and any system can
collapse under certain conditions of uncommon strain.
Blackouts are composed by the effects of various types of
disturbance or fault on the power systems. Large blackouts
are initiated by a single event that gradually leads to
cascading outages and eventual collapse of the entire
system [1]. Whatever the cause, the power system is
effected by a natural environmental phenomena. The result
of phenomena can be either overvoltage or undervoltage.
Overvoltage and undervoltage generally are not the result
of system faults, but are caused by load variations on the
system and system switching operations [2].
The power frequency overvoltages occur in large
power systems and they are of much concern in extra high
voltage power systems, i.e. systems of 400 kV and above.
The main causes for power frequency and its harmonic
overvoltages are sudden loss of loads, disconnection of
inductive loads or connection of capacitive loads, Ferranti
effect, unsymmetrical faults and saturation in transformer,
etc [3].
When a large power system is subjected to
disturbances, according to type of the disturbances,
different effects can be formed on the power system.
Simultaneously, components of the power system can be
affected; therefore, it can cause cascading failures [4].
Sudden disturbances on power systems may result
from factors external to the system itself such as weather,
environment and natural disasters [5]. The impacts of
natural disasters are often greatly prolonged and
exacerbated by disruptions to critical infrastructure
systems. Critical infrastructure includes electric power
system, water, transportation and other systems [6]. The
potential and effects of earthquake and other natural
disaster on the power system will be system faults [5]. The
faults are not only limited with physical damages on power
systems but also power quality disturbances may take
place. They may cause severe power outages and
blackouts.

The Blackout Anatomy
In 1999, Turkish Electric Generation Transmission
CO. (TEAS) was responsible for the generation and
transmission of electricity throughout the country. The
system was observed and managed by five regional
operation divisions of National Load Dispatch Department.
These were Northeast Anatolia (NEA), Northwest Anatolia
(NWA), West Anatolia (WA), Mid Anatolia (MA), and
Southeast Anatolia (SEA).

77

The Marmara Earthquake occurred on 17th August at
local time 03:02. After the first shock, Turkish Power
System was badly affected and the system except some
regions, which were WA and isolated region from national
grid that supplied by international connections (Bulgaria,
Georgia, and Iran), was blackout [10]. Therefore, the
thermal and hydroelectric power plants were out of service
except WA.
The time range of the minimum load drawn at
Turkish power system is usually between 02:00 and 07:00
hours. Therefore, at the earthquake time, the load of
Turkish power system was at minimum. The NWA
earthquake region was the highest region generationconsumption of electricity, industry and population density
in Turkey.
Generation-consumption of the regions on the day
before the earthquake is given Table 1 [10]. The view is
expressed that both generation and consumption of NWA
was the highest and WA, the second most consuming
region, was balanced roughly in generation–consumption.

totally load of Turkey. Excluding the isolated regions total
drawn load of MA, NEA and SEA was roughly 4.0 GW.
Load of WA was roughly 3.0 GW and 30% of total drawn
load of Turkey. Fig. 2 shows change of the system load at
the earthquake [11]. Therefore, load of Turkish power
system suddenly reduced. In the result of disturbances on
the power system, cascading failures in the system were
formed.
GW
11
Loss of NWA load
7
Loss of MA, SEA and
NEA loads
3
The rest load of WA
Before the earthquake

Generation
3,978
2,234
2,622
441
385
9,682

After the earthquake

Fig. 2. Sudden load reduction of Turkish Power System in the
Marmara Earthquake

Table 1. Generation-Consumption of the regions at time of
minimum load in 16th August, 1999 (GWh)
Region
NWA
WA
SEA
MA
NEA
Total

O

Analysis of the Blackout

Consumption
3,588
2,574
1,420
1,069
566
9,217

Disturbances on the Turkish power system are
examined for the sudden load reduction after the damaged
substations and the disconnected transmission lines as a
consequence of an earthquake. Analysis of the blackout on
Turkish power system on 17th August, 1999 is simulated
by MATLAB. Turkish power system is modeled with
generation stations, substations, power transmission lines
and load outputs at the earthquake time.
In the earthquake, power demand of NWA was
covered by Hamitabat, Ambarli, Unimar and Bursa natural
gas power plants. At the same time, the region exported
power to MA as generation. The power flow was roughly
1.2 GW [11]. The power connections were provided
between NWA and MA by power transmission lines of 380
kV.
380 kV Osmanca and Adapazari transformer
substations, which are located between NWA and MA
regions, and power transmission lines of NWA region were
affected by the earthquake. And then they damaged.
Therefore, transformer substations of NWA were switched
off, and load of the region suddenly lost.
Effect of a sudden loss of demand can develop
following possible results on the power system:
- System frequency rise;
- System voltage rise;
- Transmission overload;
- Transient instability;
- System oscillations.
These actions affect power system for particular
instants. These time intervals can be from 1/10 seconds to
seconds for system frequency and voltage, however, they
can be from seconds to minutes for transmission overload
and system oscillations [5].
Fig. 3 shows power system of NWA region, which
modeled by MATLAB. In fig. 3, you can only see NWA,
but the Turkish power system was modeled completely in
this study. In this context, at the earthquake time,

At the earthquake time, Turkish power system was fed
mostly by thermal plants. Fig. 1 shows the power flow
between the regions [10]. The view is that the power flew
toward to east from west. In general, power flow of
Turkish power system is from east regions, which have
important hydroelectric power plants, to west regions,
which have wealthy industrial facilities. However, at the
earthquake time, the power flow was not like that. The
Marmara Earthquake occurred in the summer of 1999. The
summer was draught, and water levels of hydroelectric
power plants were low in minimum and the power plant
used for irrigation. At the same time, buying guarantee had
to be applied for natural gas power plants; therefore, the
natural gas power plants had to be on the service at the
earthquake time.

Fig. 1. Power flow between the regions at minimum time range
on 17th August, 1999

When the earthquake occurred, load of the NWA
suddenly was rejected. The region drew more than 35%
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transmission and distribution lines of NWA were faults,
which were breaking and short circuits in lines, and
substations, which were severe earthquake regions, were
opened by buchholz relays. In addition, middle voltage and
low voltage substations caused damage, so, immediately

after the earthquake; the region load was rejected suddenly.
At the same time, connection substations, between NWA
and MA, suffered damage, when power was flowing from
NWA to WA.

Fig. 3. MATLAB model of Northwest Anatolia Power System

Because of the earthquake, load rejection of NWA
region and opening of connection between NWA and WA
were expressed for t=1.0 s. and Turkish power system was
simulated immediately after a transient process started.
Therefore, voltage and frequency profiles of buses,
which were inside and outside of the region, were captured
with graphics for the pre and post load rejection. Some of
them are presented, in fig. 4-7.
Fig. 4 shows voltage of Umraniye Bus. It is
substation of 380 kV and 154 kV in Anatolia side of
Istanbul. This profile was captured at the bus of 380 kV
and we can see that voltage sharply increased at t=1.0 s.
The increase was roughly 1.5 per unit.

Fig. 5. Voltage of Bursa San Bus

Fig. 6. Voltage of Golbasi Bus

At the instance of the load rejection, the breaker
opens and the current rapidly goes zero. The voltage drop
over the generator internal impendence becomes zero, as
well, causing a sudden step change in generator output
voltage amplitude and phase. When running as a generator
connected to the grid, the electrical frequency of the
generator is synchronized to the grid frequency [12].

Fig. 4. Voltage of Umraniye Bus

Fig. 5 shows the voltage of Bursa San Bus. This
substation is between WA and NWA regions. After the
Marmara earthquake, cities of WA region did not
experience power outages. Generation of this region was
balanced the consumption and the region demand was
supplied by their own power plants under 154 kV. The
voltage of the bus increased 1.1 per unit.
Fig. 6 presents voltage of Golbasi Bus. Voltage of
this bus also increased. But, the increasing was different
from Bursa
San Bus, especially. Since the bus was
affected badly, voltage increasing was almost the same as
Umraniye Bus.

Conclusions
An earthquake occurred on August 17, 1999 in
Turkey and the Turkish Power System was adversely
affected by the earthquake. Therefore, the power system
collapsed. In this study, it was examined the power
blackout on the system and technically analyzed by
MATLAB simulation program.
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The earthquake region was the most important
industrial area in Turkey and also was in the front rank
about the electricity consumption. At the earthquake time,
there was a power flow from the earthquake region to other
regions as generation. As the result of sudden loss of
demand, there were disturbances in the power system. The
system was affected badly and cascading failures were
formed.
The analysis of MATLAB shows that voltages of
buses increased between 1.2 and 1.5 per unit. When the
load drops too low, there can be an overvoltage condition.
This increase in voltage may go as high as 2.0 per unit
value with 400 kV lines. At the Marmara Earthquake, the
Turkish power system experienced overvoltage conditions.
After an earthquake, the sudden disturbances in the
power system can occur. There is no warning of their
onset, in other words, unpredictable disturbances. An
interconnected power system is designed and operated
such that uncontrolled, widespread interruptions are
unlikely. However, building and operating a power system
that is 100% reliable is not economical.
The voltage at sending end is affected by the line
length, short circuit MVA at sending end bus, and reactive
power generation of the line. Shunt reactors may reduce
the voltage to 1.2 to 1.4 per unit. To minimize damage to
loads, regulators employ a rapid runback control scheme
that bypasses the normal time delay and runs the regulators
back down as quickly as possible. This is typically 2 to 4 s
per tab change.
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